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PROPOSED CODE CHANGE (Check One) 

⌧Change to read as follows  Add to read as follows Delete and substitute as follows  Delete without substitution 

 

M1502.4.4.1 Specified length. The maximum length of the exhaust duct shall be 25 35 
feet (7620 mm) from the connection to the transition duct from the dryer to the outlet 
terminal. Where fittings are used, the maximum length of the exhaust duct shall be 
reduced in accordance with Table M1502.4.4.1. 
 
 
 
 
 
 
 
 

REASON 

 
This amendment is in our current code and I am not aware of any reported problems with 
the change to thirty five feet.  
 
 
 
 
 
Fiscal impact: No increase to the cost of construction. 
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Approve 

Disapprove 

Approve as amended 
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